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DETAIL 0271321
COBB COUNTY WATER SYSTEM

6 — 8" — 10 FULL FLOW METER ASSEMBLY

SEPTEMBER 10, 2003 AGENCY DIRECTOR

LADDER RUNGS TO BE ON
BY-PASS SIDE OF VAULT

LT LT A

Z
gﬂ A l; Br—
; [METER BY—PAB .__T

R MAIN b

MEGALUG REOUIREDé

LOW FLOW METER

PLAN VIEW

36" X 36" ALUMINUM HATCH

AAAT T Y 2
"

F

METER SIZE * ; 6”%x 3" 8" x 4” 10 x 6”
VAULT SIZE ( INSIDE ) 6'-0" x 12'-0" |6'—0" x 12°-0" [ 10’ —0"x 14’ -0"
x 5'—" x 5'-0" x 5'=0"
ACCESS HATCH 3'-0* x 3’0" 3'—0" x 3'-0" |4'-0"x 4'-0"
A = METER & BY-PASS LENGTH 98” 1127 138"
B = CLEARANCE TO END WALL 23" 16" 10"
C = CLEARANCE TO SIDE WALL 9.25" 3.125" 18"
D = CLEARANCE TO SIDE WALL 14.50" 11.25" 30"
E = CLEARANCE TO GRAVEL j2i 8" 4"
F = CLEARANCE VALVE STEM TO TOP 12.25" 6.5" 2.57
G = G T0 OUTSIDE FLANGE 21.5" 24.75" 30"
H = ¢ 10 OUTSIDE FLANGE 26.75" 32.875" 42"
I = ¢ OF PIPE TO TOP OF
VALVE STEM (QPEN) 32.75" 41.50" 43.5"
J = PIPE COVER ENTERING VAULT 48" 50" 52

* SIZE CONFIGURATION MAY CHANGE ACCORDING TO METER MANUFACTURER




